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CHAPTER 420-3-1
ONSITE SEWAGE TREATMENT AND DISPOSAL

420-3-1-T5 Table 5 Additional Minimum Setback Distances For A
Large-Flow OSS.

Table 5

Additional Minimum Setback Distances for
Large-Flow OSSs that DO NOT HAVE ADVANCED TREATMENT and/or are not Managed
by a Governmental Agency, Co-Op, or Wastewater Management Entity

To EDF
Structure or Topographic Feature Minimum Horizontal Distance (ft)
Propt;xjty line 25 o
Surface water or water supply source 200
Other Large-Flow system 100
To Collection Sewers, Force Mains, or Supply Lines
Structure or Topographic Feature Minimum Horizontal Distance (ft) i
Public water supply source; unless ) 100
constructed to International Plumbing Code
standards 50
Private water supply source; unless 50
constructed to International Plumbing Code
standards o 25
Property line 25
Basement ) 10
Surface water; unless 50
constructed to International Plumbing Code
standards 10

Top of slope embankment or cut of 2 feet or

more vertical height 10
Interceptor drains, storm drains, and storm 5 ]
water diversions o
Swimming pool 10
Other EDF S
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