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CHAPTER 420-3-1
ONSITE SEWAGE TREATMENT AND DISPOSAL

420-3-1-T6 Table 6 Additional Minimum Setback Distances For An
Innovative EDS.

Table 6
Additional Minimum Setback Distances for an Innovative EDSI1

From Point of Discharge

Structure or Topographic Feature Minimum Distance (ft)@
Property line 75 T
Surface water, hydric soils, or frequently
flooded areas 100
Drainage way or storm water diversion 50
Potable {drinkable) water line 10
Dwelling 500
Any other structure on the lot 25
Any easement 50
Other discharge area ) 25

() For setbacks not found in this table, see Table 4.

(2 Setback distances are measured on the downslope and side slope from thc point(s) of discharge.
(9 From any direction.
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